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BETWEEN DUCTS.
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NOTES

1. ALL DIMENSIONS ARE IN MILLIMETERS UNLESS
OTHERWISE MENTIONED.

2, ALL DIMENSIONS ARE IN MILLIMETERS UNLESS OTHERWISE MENTIONED.

ALL TRENCHES WILL BE COVERED WITH 6mm CHEQUERED PLATES
BEFORE INSTALLATION OF HT EQUIPMENT. MAXIMUM WIDTH OF THE
CHEQUERED PLATE WILL NOT BE MORE THAN 250mm.

4. ALL SLEEVES AND DUCTS SHOWN ARE OF uPVC AND IN COMPLIANCE
WITH MEW STANDARD.

8. AFTER INSTALLATION OF CABLES ALL DUCTS WILL BE CLOSED WITH
RUBBER PLUGS.

6. TWO (2) EMPTY 50mm EMBEDDED PVC CONDUIT UNDER SLAB FOR IBB USE.
STUB UP BEHIND TRANSMITTER AND DUMMY LOAD. TERMINATE IN FILTER CLOSET.

7. TWO (2) EMPTY 100mm BURIED PVC CONDUIT UNDER SLAB FROM ANTENNA CONTROL FILTER
CLOSET FOR B8 USE.

8. ALL BURIED CONDUITS SHALL BE INSTALLED UNDER STRUCTURAL SLAB.
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